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L101X

. Unit Category C] Category W] Category O] Power
Coverage Area According to EN54-23 Co68 _ |w2446 04810 | |
L101XDC024([2][x)/C BW
V=326.9m? | V=55,3m* |V=230,4m
C-3-2.6 /A 0-1.9-3.6
L101XDC024[z] xR W
V=15.9m* JN/A V=13 .0m*
C-9-7 W-2.5-5 0-5-10
L101XDCO48[z][x)/C 8.4W
V=346.4m?* | V=62.5m* | V=250.0m*
C-3-3 /A 0-24
L101XDCO48[2][x)/R B.4W
V=21.2m* |N/A V=160m*
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Category C-x-y (Ceiling
mounted): Celling mounted,
where x Is the maximum celling
height and y the diameter of the
cylindrlcal volume covered by the
VAD.

Category W-x-y (Wall mounted):

Wall mounted, where x is the maximum
mounting height from the floor and y is the
maximum length of the sides of the square
floor area covered by the VAD,

Ve
Category O-x-y (Open class):
Centrally wall mounted, where X is the max
height and width of the wall area covered
by the device and y is the max depth of the
volume covered by the VAD or ceiling
mounted where x is the max width and
length of the floor area covered of the VAD
and y Is the max celllng helght.
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Lebensgefahr durch elektrischen Strom! Dieses Gerat darf nur durch autorisierte Elektrofachkréfte und elektrotechnisch unterwiesene Personen montiert und angeschlossen werden.
Electric current! Danger to life! Only authorized or instructed persons may assemble and install this device.
Tension électrique dangereuse! Seuls les personnes averties sont autorisées d’assembler et d'installer ces produits.

Comax Industrielle Signaltechnik AG Romerstrasse 6 CH-4512 Bellach Switzerland
(0)32 617 3140 E-Mail mail@comax.ch Internet www.comax.ch

Phone +41 (0)32 617 31 41 Fax +41




v l
A Y /

B ~ Vi -
Al @ 1Hz Flash (60FPM) ~ l

~

o

i
|
i

I B N
= a7
i == 1.5Hz Flash (90FPM)T Dial
1 I
| - - - - - - - — =\—:_,=_l
" ! B e
Header Pin settings \| A[]o Eﬂ Double Strike Flash Pattern® F‘A I

for flashing modes !

e _

TFIashing 1.5Hz and Double Strike modes are not available on the following units: L101XDC012[b][x])/[y]
when used with an AC supply; L101XAC048[b][x)/[y]: L101XAC115[b][x}/[y] & L101XAC230[b][x}ly].
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Wl 10-14 vDciac WYL 115 vac
T 20-28 VDCIAC T 230 VAC
+ - 42.54 vDCIAC

48 VAC




